. Spill Prevention Control and Countermeasure .lnspection
v ’ Findings, Alleged Violations, and Proposed Penalty Form

(Note: Do not use this form if there is no secondary containment)"

These Findings, Alleged Violations and Penalties are issued by EPA Region 6 under the authority vested in the Administrator of EPA by

Section 31 1(b)(6)(B)(I) of the Clean'Water Act, as amended by the Qil Pollution Act of 1990.

Company Name Docket Number:
| Glenn Supply Company CWA-06-2014-4313 ED ST,q,~€
~ Facility Name Date ' .
| Steele SWD Tank Battery 2/25/2014
Address Inspection Number > »
- P. O. Box 1104 FY-INS?—SPCC—OK—ZO14-00038 PDO‘ECQ&
City: Inspectors Name: : '
Tulsa | Tom McKay
State: Zip Code: EPA Approving Ofﬁc1al
OK { {74101 Donald P. Smith
* Contact: ' Enforcement Contacts:
Mr. Murphy Braden (918) 583-1101 Misty Ward (214)665-6418.

Summary of Findings
(Onshore Oll Productlon Facllltles)

GENERAL TOPICS; 112.3(a),(d),(e); 112. S(a), (b), (¢); 112.7 (a), (b), ©, @

- (When the SPCC Plan review penalty exceeds $1,500.00 enter only the maximum allowable of $1,500.00.) .

U

D' No Spill. ‘Prevent_ion Contrél and Countermeasure Plan- / 12'.-3...‘..-..._...'. ............... S T . $1,500.00
Plaﬁ not certiﬁed by a professional engin_e;r- '112'.'3(0_{) .......... ..... ..... .................... ,'""'."""""“""'450'00
Certification lacks one or morev-required elements- 112.3(d)(1) ........... e eeeeeeree s sereaneese e 10000 |
No managemeﬁt approvél‘ of plan- / 127 ............ eveeneetenrereeerieneaenas eeeererereraeas . ceveeeeeeeenns reeeesreeenenraeeaanns 450'.00

o DI'DDD

SPCC Insp#: FY-INSP-

Plan not maintained on site (if facility is manned at least 4 hrs/day) or not avallable for revnew- 112.3(e)(1) ........ 300.00

No evidence of ﬁve—year review ofplan by owner/operator— 112. 5(b) ........... 75.00
No plan amendment(s) if the facility has had a change in: design, construction, operatlon
or maintenance which affects the facnhty s dlscharge potential- 112.5(a)........... ST 75.00

Amendment(s) not ce'rtlﬁed by a professional englneerf 1125(c)~_ ..... —
| | | 9490178
A0t
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IDDDDDDDDDDDDI

'DDDDD

)

Plan does not follow sequence of the rule and/or cross-reference not provided- 112.7 ......ccoecevnves e 150.00

I;Ian does not discuss additional procedures/methods/equipment not yet fully operational- 2.7 R 75.00
_Plan does not discuse alternative environmental protection to SPCC requiretnents- 112.7(a)(2) ...... ......... 200.00
Plan has madequate or no facility diagram- 1]2 7(a)(3) ..... et e et se s easeasernseen ........... 75.00
Inadequate or no hstmg of type of orl and storage capacity layout of containers- 112.7(a)(3)(i)...... e 5000
Inadequate or no discharge prevention measures- 11.2. KD 50.00
Inadequate or no description ot' drainage controls- /12. 7(a)f3)(iiz) ........... R -. et rreiaeeas S(I 00

Inadequate or no descnptxon of countermeasures for dlscharge drscovery, response and cleanup- /12. 7(a)(3)(1v) .50. 00 '

' Recovered materials not disposed of in accordance with legal requlrements- H2.7(@)(3) (V) eeverernncnenannnnens 5(_).00
No contact list & phone numbers for re'sponse & reporting dischargea- 112.7(@) )V oo, 50.00
Plan.'has inadequate or no information and procedures for reporting a di_seharge— 112. 7(a)(4)-......._.............; ........... 100.00
Plan has inadequa_te or no description, and procedures to use when a diacharge may oceur- 112. }(a)(S) ................. 150 00
Inadequate or no prediction of equipment failure which could result in discharges- 112. V{(:) B SRR 1-.50‘0,0 |

Plan does not discuss and facility does not implement appropriate containment/diversionary Structures/equipment-
(mcludmg truck transfer areas) 112.7(c) ........... eteeessreanetese ettt ae bt ne et et e ae R eSS R SR s e R e s R s s R e R e R e b e R ben e :.400.00

-If clalmmg 1mpractlcabxhty of appropriate containment/diversionary structures:

Impracticability has not been clearly denoted and demonstrated in plan- 112. 7(d) ..................... ................... '100.00‘.'.
No contingency plan- 112 7(d)(1) .............. e s e e - 150.00
‘No writteni commltment of manpower, equrpment and materlals- 112, 7(aD(2) ....... ............... 1‘5'0;.00,
No perlodlc mtegrlty and- leak testing , if 1mpracticability is claimed - 112.7(d).............. e 5 150,00
I’lan has no or Ainadequate’ discussion of general requirement_s not already specified- 112.7(a)(1) R —— 75 .00

QUALIFIED FACILITY REQUIREMENTS: 112.6

DDDDD

Qualrﬁed Facxhty No Selfcertrﬁcatron- 112.6(a)... et et o £en s s e Sen et e e e e s e e een et e oo 450.00 -
Qualified Facility: Self certlﬁcatron lacks requlred elements- 112 6(a)... 100.00.
Qualified Facrhty.A Technical amendme_nts not certified- 112.6(8) ........cco..eeeue... et ~150.00
Qualified Facility: ‘U.n-aIIOWed deviations from requirementei 112.6(c)........... ... ettt 100.00.
Qualified I?aciIity: Eavironmental Equiw)alence or Impracticability not certified by PE- 1126(@.............. 350.-00
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WRITTEN 1 ..0CEDURES AND INSPECTION RECORL .12.7(€)

The Pian does not include inspections and test procedures in accordance with 40 CFR Part 112-112. 7(e) ......... ... 75.00

Inspections and tests required by 40 CFR'Part 112 are not in accordance with v_s)ritten '
procedures developed for the facility- 172.7(8) ......vceueeuncuemeiinciimciiinitnsi e 75.00

No Inspection records were available for review - 112.7(e} et eeeeesesem et eeesesee erresreereessetesseae e arreseareenneseananens 200.00
Written procedures and/or a record of inspections and/or customary business records:

Are not signed by appropriate supervisor or inspector- /12.7()............... eerreernaeennens eteeeeessreertesreeeeesaeasetasasaaaaneenn 75.00

OO0 m OO0

"Are not mamtamed for three years- /172. 7(e) .......... 75.00

.PERSONN EL TRAINING AND DISCHARGE PREVENTION PROCEDURES 112 Q)]

.. No &aining on the operation and mainter_lan;:e of equipment to ’pr_g’vent discharges- /1 2.700(1) R .......... 75.00
B No training on discharge procedure pr_otocois- H2.70(0) oo e 75.00

| . No training on tﬁe applicable pollution control laws, rules, and regulations- 712.7¢)(1) eeeiereerereseeeessesseeeoneneeensrs 75.00

| B Training records not maintained for three years- 112.7() ccvevveveseneeerneneens ........................... ‘» ................. e 75.00 |

"l Mo training on the c,on'tents of the SPCC Plan- 112. 709(1)....§_...- ......... e e 75.00 -
D No de51gnated person accountable for spill prevention- 1/2. 709(2) 75.00 .
- Splll prevention briefings are not scheduled and conducted penodlcally- 12.70(3) oo reerereereeenesnsesssneneecinees 19.00
D- Plan has madequate or no discussion of personnel and spill prevention prqcedures- 112 7@ .............. 75.00

FACILITY TANK CAR AND TANK TRUCK LOADING/UNLOADING 112.7(c) and/or (h-j)

Inadequate containment for Loading Area (not consistent with 1 12.7(0)) - H12.7(c).ourmernrnn: S peeteseeseneen ...400.00

Inadequate secondary containment, and/or rack drainage does not flow to

catchment basin, treatment system, or quick dramage system- 112, 7(h)(1) ........ eatreeitessneestsessesstasstaeansesisesressrees 750 00
~ Containment system does not hold at least the maximuim capacity of ° ,

the largest single compaxtment of any tank car or tank truck- /12. 701)(1) ST 450. OO

There are no interlocked warning hghts or physncal barner system, or warning sxgns or vehicle brake _

mterlock system to prevent vehlcular departure before complete dlsoonnect from transfer lines- 172. 7(h)(2) ....... 300.00

There is no inspection of lowermost drains and all outlets prlor to filling and departure

ofany tank car or tank truck- /12.7(h)(3). SR tisnanranmnsenanstasasasssanrasenceseRstdsndotrasassaresesarereorens ... 150.00

Plan has inadequate or no dlscusswn of facnlxty tank car and tank truck loadmg/unloadmg rack -112. Y/ (] O 75.00

o D_ D in f[j O
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, (¢ . ALIFIED OIL OPERATIONAL EQUIPML  112.7(k)

-

D‘Di O O O

- Failure to establish and document procedures for mspectlons or a monitoring program to detect equrpment failure d/or-

iDDDD DD'D

a*discharge-~ 112.7(k)(2)(i) ... et e e e et e et e e et e esee en e en ean ean be e ven tat e e ee eee 150.00
D Failure to provide an oil spill contingency plan- /12. 7(k)(2)(iz)(A)... 150.00
[:] No writ_ten‘commitment of manpower, equipment, and materials- 112.7(k)(2) (i) (B) .. .. v v cov coe e ee cee e i s 150.00

oIL PRODUCTION FACIL‘iTY DRAINAGE 112.9(b)

Drains for the secondary containment systems at tank batteries and separation and central treating areas :

are not closed and sealed at all times except when uncontaminated rainwater is being drained- //2. 9(b)(1) vreeenee.000.00

Prior to d_rainage of diked areas, rainwater is not inspected, valves opened and resealed under ‘

responsible supervision and records kept of such events- 112.9B)(1) s PR, ceeertrneneaeneans 450.00

Accumulated oil on the rainwater is not removed and returned to storage or dlsposed of

-in accordance with legally approved methods- 112. 9(b)(1) .......................... 300.00

Field dramage system (drainage ditches and road ditches), oil traps, sumps and/or skrmmers are not ,

regularly inspected-and/or oil is not promptly removed- 112.9®)(2) ............ reerreeaes rerreestenssissssnssegesissasssssnsesssnsens 300,00

Inadequate or no records maintained for drainage events- 112. 7 cererearerenns ................ erenan ;._ ........................ 75.00

Plan has madequate or no discussion or procedures for facility dramages— 1 12. 7(a)(1) eeteseseesesseseessssee rnsrasssnsseens 75.00

OIL PRODUCTION FACILITY BULK STORAGE CONTAINERS 1‘12.9(c-)'

Plan has inadequate or no risk analy51s and/or evaluatron of ﬁeld—constructed aboveground :

tanks for brittle fraCtUre- J72.7(1) ...c...ccuemmecrmiiiieciscciiriecn st s 75.00

Failure to conduct evaluation of field-constructed aboveground tanks for brittle fracture- H27().. e, 300.00

Container material and construction are not compatible with the oil stored and the SRS

conditions Of StOrage= 112.9(C)(1) ..cc.vuurureururirrmrrinsinsiniaseassisencisriscsiense e enensssnsass JETOR OO &1 X 1

Size of secondary containment aopears to be inadequate for containers and treating facilities- 112.9(c)(2)............750.00

Excessive vegetatron whrch affects the mtegrrty of the containment- //2. 9(c}(2) ...... rreentiesaieteeeeaeeseaesaestasntannennrens 150.00

Wa_lls of containment system are slightly eroded or have low areas-‘112.9(c)(2) ......... 300.00

Secondary containr’nent 'maten'als are not suﬂ'rciently impervious to-contain oil- /72. 9(c)(2} ............... Cerreesenreenne 375.00

Visual inspections of contamers, foundation and supports are not conducted perrodrcally

for deterioration and mamtenance needs- 112.9(c)(3)......... ceeeteestetessrenrantsban e e e et e s e R e et st b e et sb e R et e R st b e bes .....450.00
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1

Bank battery installations are not 1 accordance with good engineering practic. vecause
none of the followmg AT€ PIESENt- J12.9(CH(4) caureriarereeeeeeeeectessercatesstoressessss s e ana s e sbeas s re s e a e s e e s sanenssnn e e

(1) Adequate tank capacity to prevent tank overfill- 112 9(c)(4)( i), or -

(2) Overflow equalizing lines between the tanks- 112.9(c)(4)(ii), or

. (3) Vacuum protection to prevent tank collapse- 112.9(c)(4)(ii), or

. (4) High level alarms to generate and transmit an alarm signal where facilities are part ofa

computer control system- 112.9(c)(4)(iv).

Plan has madequate or no discussion of bulk storage tanks- 112 7(a)(1) .......... - ettt raeeeene

FACILITY TRANSFER OPERATIONS, OIL PRODUCTION FACILITY 112.9(D)

0O Om -

Above ground valves and pipelines are not exammed periodically on a scheduled basis for

general condition (includes items, such as: flange joints, valve glands 2“d bodies, drip pans, :

pipeline supports, bleeder and gauge valves, polish rods/stuffing box.)- H2.9(Q(D) oot S
Brine and saltwater disposal facilities are not examined often- / 12.9(d)(2) .................................................. s

Inadequate or no ﬂowlme maintenance program (mcludes exammatxon, corros1on protectlon o .
flowline replacement)- /72. 9(d)(3) et nsenes eermtasesesetisessasasnases et nnes S

Plan has inadequate or no discussion of oil production facilities- 112.7(@)(l) .............. ettt tataes

| []

_SPCC Insp#: FY-INSP- : 50f5

Plan does not include a signed copy of the Certification of the Appllcablllty of the Substantial Harm Cntena per 40
CFR Part- J12.20(8) .....cooueeuriiciinnecicereereseeeneseeesae st sesessesncsnestsnesesne dossssnsenes ettt s 150.00

(Do not use this if FRP subject, go to traditional enforcement)

TOTAL - $2775.00
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